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w SECTION 1

INTRODUCTION

Weston Solutions, Inc. (WESTON®) was retained by Bowater Incorporated (Bowater) to conduct
particulate matter (PM) emission testing on the No. 1 and No. 2 Combination Boilers at the mill in
Catawba, South Carolina. The purpose of the testing was to demonstrate compliance with the South
Carolina Department of Health and Environmental Control (DHEC) permit limits.

WESTON performed the emission testing during 18 July 2006. The project team was comprised of
the following individuals.

Name Project Role
Temp Simpkins Project Manager/Test Team Leader
Wayne Roberts Technical Director
Melanie Wright Quality Assurance Manager
Bart McDaniel Test Team Member
Justin Hall Test Team Member
Natalie Hornsby : Report Coordinator

Ms. Jacquelyn Taylor of Bowater coordinated the testing with mill operations and served as

WESTON's technical contact throughout the effort. A representative of DHEC was not present
during the testing.
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SECTION 2
RESULTS AND DISCUSSION

Table 2-1 presents a summary of the mean emission results for each source.

TABLE 2-1
SUMMARY OF EMISSION RESULTS
Mean Results
Parameter No. 1 Combination No. 2 Combination v
oy . Permit Limits
Boiler Boiler
Particulate Matter
Concentration, gr/dscf 0.030 0.034 —
Emission Rate, Ib/hr 36 48 —
Emission Rate, Ib/MMBtu 0.088 0.100 0.6
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RESULTS AND DISCUSSION

Tables 2-2 and 2-3 provide detailed summaries of the emission resuits, with comparison to the
permit limit. Any differences between the calculated results presented in the appendices and the
results reported in the summary tables are due to rounding for presentation.

TABLE 2-2
NO. 1 COMBINATION BOILER
SUMMARY OF PM EMISSION RESULTS

Run 1 Run 2 Run 3 Mean
Date 7118106 7/18/06 7/18/06 -—
Time Began 1510 1646 1811 -
Time Ended 1612 1752 1918 -——
Stack Gas Data
Temperature, °F 374 388 386 383
Velocity, ft/sec 57 58 58 58
Moisture, % 17 17 16 17
CO; Concentration, % 83 04 10.1 9.3
O, Concentration, % 11.5 10.1 9.4 10.3
VFR, x 10° dscfm 1.38 1.40 1.41 139
Particulate Matter
Isokinetic Sampling Rate, % 101 101 101 101
Concentration, gr/dscf 0.056 0.016 0.019 0.030
Emission Rate, Ib/hr 66 20 23 36
Emission Factor, Ib/MMBtu 0.171 0.044 0.048 0.088
Permit Limit, Ib/MMBtu - amau ———— 0.6
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RESULTS AND DISCUSSION

TABLE 2-3
NO. 2 COMBINATION BOILER

SUMMARY OF PM EMISSION RESULTS

Run1 Run 2 Run 3 Mean
Date 7718/06 7/18/06 7/18/06 —
Time Began 0949 1130 1315 -
Time Ended 1056 1237 1423 -—-
Stack Gas Data
Temperature, °F 408 416 420 415
Velocity, ft/sec 71 72 74 72
Moisture, % 18 14 16 16
CO, Concentration, % 8.3 92 8.4 8.6
O, Concentration, % 11.5 10.5 114 11.1
VFR, x 10° dscfm 1.64 1.72 1.71 1.69
Particulate Matter
Isokinetic Sampling Rate, % 106 100 102 103
Concentration, gr/dscf 0.033 0.030 0.037 0.034
Emission Rate, 1b/hr 47 44 55 48
Emission Factor, Ib/MMBtu 0.103 0.083 0.114 0.100
Permit Limit, Ib/MMBtu - ———- -—-- 0.6
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WF_éT SECTION 3
W

SOLUTIONS M SOURCE TESTING METHODOLOGY

The emission testing program was conducted in accordance with the U.S. EPA Reference Methods
summarized in Table 3-1. Method descriptions and quality assurance data are provided in the
referenced appendices.

TABLE 3-1
SOURCE TESTING METHODOLOGY
Appendix Reference
Quality
Method Method Control
Parameter Number | Description Data Comments

Volumetric Flow Rate 1,2,3A,4 B.1 F
Particulate Matter 5 B.2 F

Instrumental analysis was performed on integrated bag samples to determine oxygen (O,) and carbon
dioxide (CO,) concentrations.

Post-test equipment calibrations for the probe and pitot will be maintained on file at WESTON.
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SAMPLE CALCULATIONS
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=\ WF/SOLUTIONS B APPENDIX A

SAMPLE CALCULATIONS

No. 1 Combination Boiler
Run No. 1

Meter Pressure (Pot), in. Hg

AH
13.6 in. H,0/in. Hg

Pm = Pb+

where, Pb = barometric pressure, in. Hg

AH = Pressure differential of orifice in. H,O

1.325in. H,0

Pm = 29.41in. Hg +
13.6 in. H,0/in. Hg

= 29.51in. Hg

Absolute Stack Gas Pressure (Ps), in. Hg

+ Fg
13.6 in. H,Ofin. Hg

Ps = Pb
where, Pb = barometric pressure, in. Hg
Pg = Static Pressure, in. H;O

-0.50in.H ,0
13.6 in. H,0/in. Hg

Ps = 29.41in. Hg + = 29.37in. Hg

Standard Meter Volume (Vmstd), dscf

17.64°R/inHg xY xVm x Pm

Vmstd =
Tm
where, Y = meter correction factor
Vm = meter volume, cf
Pin = meter pressure, in. Hg
Tm = meter temperature, °R
Vinstd = 17.64°R/in.Hg x 1.003 x 39347 ¢f x 29.51in. Hg = 36.880 dscf

557°R
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Standard Wet Volume (Vwstd), scf

APPENDIX A

Vwstd =0.04707 fE/mlL x Vi
where, Vlc = volume of H,O collected, mL
Vwstd =0.04707 ft3/mL x 159.0 mL = 7.484 scf

Moisture Fraction (Measured), (Bws)

Vwstd 7.484 scf

= = = 0.169
{Vwstd + Vmstd) 7.484 scf + 36.880dscf

Bws

where, Vwstd = standard wet volume, scf
Vmstd = standard meter volume, dscf

Moisture, % (M %)
M% = Bws x 100 = 0.169 x 100 = 16.9

where, Bws = moisture fraction, measured or at saturation, whichever is lowest

Molecular Weight (DRY) (Md), 1b/lb-mole

Md = (0.44x% CO,)+(0.32 x % 0,)+(0.28(100 -% CO, - % O,))
Md = (0.44 x8.3)+(0.32 x 11.5)+(0.28(100- 8.3 - 11.5)) = 29.79 1b/lb - mole

Molecular Weight (WET) (Ms), 1b/Ib-mole

Ms = Md (1-Bws) +18(Bws) where, Md = molecular weight {DRY), Ib/Ib-mole
Bws = moisture fraction, dimensionless

Ms = 29.791b/b -mole (1-0.169) + 18(0.169) = 27.801b/b - mole
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-5 SOLUTIONS M

Average Velocity (Vs), ft/sec

APPENDIX A

Vs= 85.49£ Iﬂb/lb - mole) (in. Hg) x Cp x «/Delta P avg. x T
sec\  (°Ri(in H,0) Psx Ms

where, Cp = pitot tube coefficient
Delta P = velocity head of stack gas, in. HyO
Ts = absolute stack temperature, °R
Ps = absolute stack gas pressure, in. Hg
Ms = molecular weight of stack gas, 1b/lb-mole

834 °R
29.37 in. Hg x 27 .80 Ib/lb - mole

ve—g5.49 L \/(lb/lb - mole) (in. Hg)

x 0.84 x 0.783in. H,O x
see (°R)(in.H ,0)

Vs = 56.83 filsec

Average Stack Gas Flow at Stack Conditions (Qa), acfm

Qa = 60 sec/min x Vs x As where, Vs = stack gas velocity, fi/sec
As = cross-sectional area of stack, ft?

Qa = 60 sec/min x 56.83 fi/sec x 78.54 fi’ = 2.68 E+05 acfn

Average Stack Gas Flow at Standard Conditions (Qs), dscfm

<
QOs=17.64- R x Qa x (1-Bws) x Ps
in. Hg Ty
where, Qa= average stack gas flow at stack conditions, ft*/min
Bws = moisture content (dimensionless)
Ps = absolute stack gas pressure, in. Hg
Ts = absolute stack temperature, °R
° 9.37in H,
0s=17.64—% 5 268 E+05°L. 5 (1-0.169) x 2231 HE _ ) 351405 dscpim
in. Hg min 834°R
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APPENDIX A

Percent Isokinetic Sampling Rate (%)

_ 0.0945(in. Hg)(min)/{ °R}(sec} x Ts x Vmstd
Ps xVs x An x © x (I-Bws)

o 1

where, Ts = avg. stack temperature, °R
Vmstd = standard meter volume, dscf
Ps = absolute stack gas pressure, in. Hg
Vs = stack gas velocity, ft/sec
An = cross-sectional area of nozzle, fi?
O = total sampling time, min
Bws = moisture content {dimensionless)

0.0945(in. Hg)(min)/( °R)(sec) x 834°R x 36.880 dscf
29.37in. Hg x 56.83 fifsec x 3.46 E-04 fi* x 60min x (1-0.169)

%l =

%I = 100.8
Particulate Matter Concentration at Standard Conditions (Cs), gr/dscf

Cr = 154380 x M y5 4380, 01278

. = 0.056 gr/dscf
g  Vmsid g 36.880dscf

where, Mn = particulate matter collected, g
Vmstd = std. meter volume, dscf

Particulate Matter Emission Rate (PMR), Ib/hr

Cs x Qs x60 min
PMR= — W
70002~
i
where, Cs = particulate cone. at std. cond., gr/dscf
Qs = avg. stack gas flow at std. cond., dscf/min
0.056 x1.38 E+05 x60 -
PMR = hr
70002~
b

PMR = 65.8
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APPENDIX A

PM Emission Factor (EMF), Ib/MMBtu (correcting for O;)

d .
&r L x F - Factor, sef 20.9

EMF = PM conc. X x
dsef 7,000 ¢gr MMBtu  20.9-% 0,

where, Pmconc. =Cs
F-Factor = defined by client or CER, scf/MMBtu

gr ib dscf 20.9

x x9 x
dsef  7,000¢gr MMBtu  20.9-11.5

EMF

0.056

It

EMF = 0.1707

Prorated F-Factor Calculation

(9.600—2F_ 659y +(9,190—FF_ 1 209004155003
Prorated F - Factor = MMBtu MMBtu MMBtu
100

x5%)

Prorated F - Factor = 9,680 dscf/MMBitu

where, 9,600 dscf/MMBtu is the Bark F-Factor
9,190 dscf/MMBtu is the Qil F-Factor
15,500 dscf/MMBtu is the TDF F-Factor
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WES APPENDIX B
L \SE/SOLUTIONS
TEST METHODOLOGY

B.1 VOLUMETRIC FLOW RATE

B.2 PARTICULATE MATTER
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L\ SOLUTIONS M

B.1 VOLUMETRIC FLOW RATE

APPENDIX B

Mass emission rates are calculated by multiplying measured target analyte concentrations by

calculated volumetric flow rates, Volumetric flow rates are calculated using measurement data
obtained by EPA Reference Methods 1-4,

The ductwork is measured at the sample location to the nearest 0.25 inch using a steel tape measure.
Traverse points are selected in accordance with EPA Reference Method 1 on the basis of ductwork
dimensions, geometry, and upstream and downstream disturbances. When a sample location does
not meet EPA Reference Method 1 criteria, the maximum recommended number of traverse points
is used.

Gas Velocity

The velocity of the gas stream is measured in accordance with EPA Reference Method 2 by reading
the instantaneous velocity pressure with an inclined manometer at each traverse point using either a
standard “P” type or an “S™ type pitot tube. The stack pressure is calculated from the measured
static pressure of the stack and the ambient barometric pressure. The static pressure is measured by
using the static side of the pitot tube, and the barometric pressure is measured using a calibrated
aneroid barometer. Magnahelice gauges with scales of 0 to 5 and 0 to 25 inches of water or an
inclined manometer with a scale of 0 to 10 inches of water are used for velocity pressure
measurements. Manometer selection is determined by the velocity pressure of the gas stream. A
manometer with a 0 to 0.25 inch scale may be used when the velocity pressure of the gas stream is
less than 0.02 inches of water. By convention, any measured velocity pressures of less than
0.005 inches of water are recorded and reported as less than 0.005 inches of water. The stack
temperature is measured with a calibrated thermocouple and pyrometer.

For low velocity pressure measurements (less than 0.005 inches of water) a hot wire anemometer may
be used to measure the velocity of the gas stream. The indicated velocity is used without correction
when the gas stream is ambient air with 2 moisture content of less than 65%. The indicated velocity is
corrected in accordance with procedures specified by the manufacturer when the moisture content
exceeds 65% or when the dry gas fraction is something other than ambient air.

Gas Composition and Moisture Content

The composition of the gas stream is measured in accordance with EPA Reference Method 3A
using an analyzer.

Integrated samples are collected by withdrawing a sample from the source through a moisture
condenser into a Tedlarg sample bag. The bag is then analyzed using a calibrated Q,/CQO, analyzer.
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The moisture content of the gas stream is determined using one of the following procedures:

APPENDIX B

e For sources requiring testing by EPA Reference or Test Methods 5, 8, 12, 13, 17, 23, 26A,
29, 0010, or 0011, moisture is determined by EPA Reference Method 4. At the conclusion
of each run the volume of condensed moisture in the impingers of the sampling train is
measured and used to calculate the moisture content of the gas stream.

» For sources with temperatures greater than 212 °F, the approximation technique described
in EPA Reference Method 4 may be used with midget impingers to condense moisture
before dry gas volume measurement.

e For sources with a temperature of less than 212 °F, wet bulb/dry bulb temperature

measurements may be made, and the moisture content calculated using vapor pressure
tables.

When multiple methods are used for moisture determinations, the lowest moisture value is used for
volumetric flow calculations.

The molecular weight of the gas stream is calculated using the measured moisture, oxygen, and
carbon dioxide concentrations. The balance of the gas stream is assumed to be nitrogen. The
volumetric flow is then calculated at stack and standard conditions using the calculated molecular
weight, the measured stack temperature, and measured velocity, stack and barometric pressures.
Standard conditions are 68 °F and 29.92 inches of mercury and 0% moisture.

Data Acquisition and Reporting

Data are recorded at the time of collection on preprinted data sheets. Calculations are performed
(where possible) with preprogrammed calculators or spreadsheet software.

Quality Control

Quality control procedures for volumetric flow measurements involve leak checks of pitot tubes,
pitot tube lines and manometers; periodic analysis of ambient air and duplicate analysis of source
gas samples with the Fyrite analyzer; triplicate analysis with the Orsat analyzer; and periodic
calibration checks of thermocouples and pyrometers.

Data transfers are minimized. Data sheets are checked for completeness and accuracy.
Calculations are verified by a second person.
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Data transfers are minimized. Data sheets are checked for completeness and accuracy.
Calculations are verified by a second person.

APPENDIX B

B.2 PARTICULATE MATTER

Particulate matter (PM) emission testing is conducted using EPA Reference Method 5. EPA Reference
Methods 1-4 are used, as appropriate, for traverse point selection, determination of stack gas molecular
weight, stack gas moisture determination, and volumetric flow rate.

Sampling Equipment and Procedures

The sampling train utilized to perform the PM sampling is an EPA Reference Method 5 train
manufactured by Graseby-Nutech, Graseby-Anderson, or Apex Instruments (see Figure B-1). A
measured borosilicate, quartz glass, or stainless steel (316) nozzle is attached to a heated (248 + 25 °F)
borosilicate or quartz glass, or stainless steel probe of appropriate length. The probe is connected to a
heated (248 + 25 °F) borosilicate glass filter holder containing a 9-cm glass fiber filter (preweighed to a
constant .1 mg weight). The first and second impingers each contain 100 mL of distilled water, the
third impinger is empty, and the fourth impinger contains 200 to 300 grams of dry preweighed silica
gel. The second impinger is a standard Greenburg-Smith type. The first, third, and fourth impingers
are of a modified design. All impingers are maintained in a crushed ice bath. A gas measuring control
console with a leak-free vacuum pump, a calibrated dry gas meter, a calibrated orifice, and inclined
manometers are connected to the final impinger, probe, heated filter holder, and pitot tube via an
umbilical cord to complete the train.

Flue gas velocity 1s measured with a calibrated S-type pitot tube (provided with extensions) fastened
alongside the sampling nozzle. Flue gas temperature is monitored with a calibrated direct readout
pyrometer equipped with a chromel-alumel (Type K) thermocouple positioned near the sampling
nozzle. The probe, filter box, and impinger exit gas temperatures are monitored with a calibrated direct
readout pyrometer equipped with Type K thermocouples positioned in the probe, heated filter chamber,
and in the sample gas stream after the last impinger. Stack gas stream composition (carbon dioxide
and oxygen content) is determined as previously described. The sampling rate is adjusted, based on
stack velocity, at each point to ensure the sample is collected isokinetically.

At the conclusion of each test, the sampling train is leak checked. Upon completion of a successful

leak check, the sampling train is dismantled, openings are sealed, and the components recovered as
described below.

e The glass fiber filter(s) isfare removed from its holder with tweezers and placed in its
original container, along with any particulate and filter fragments (Sample Fraction 1).

K:A03917\008\007\REPORTW1 &2 CBABOWATER CATAWBA JULY 06 #1&2 CB PM COMP REPORT.DCC 28 July 2006 12:11 p.m. Versien B-3



APPENDIX B

SOLUTIONS®
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» The probe and nozzle are separated and the particulate rinsed with distilled water or acetone
into a polyethylene container while brushing a minimum of three times. Particulate
adhering to the brush is rinsed with the appropriate solvent into the same container. 'The
front half of the filter holder and connecting glassware are also rinsed. These rinses are
combined (Sample Fraction 2).

e The total liquid content of impingers one, two, and three are measured volumetrically for
stack gas moisture content calculation. This liquid is discarded.

e The silica gel is removed from the last impinger and immediately weighed to the nearest
0.1 g for stack gas moisture content calculation.

» Aliquots of the appropriate solvents and a filter are retained for blank analyses.

Each sample bottle is labeled to clearly identify its contents. The liquid level is marked on each bottle.
The samples are then secured for transport to a laboratory for analysis. Sample integrity is assured by
maintaining chain-of-custody records.

Sample Analysis

The particulate analysis proceeds as follows:

e The sample filters (Sample Fraction 1) and blank filter are desiccated for 24 hours and
weighed to the nearest 0.1 mg to constant (= 0.5 mg) weight.

o The nozzle, probe, and front half of the filter holder wash samples (Sample Fraction 2),
along with the solvent blank, are evaporated in tared beakers, then desiccated and weighed
to the nearest 0.1 mg to constant (£ 0.5 mg) weights.

The total weight of material measured in the front half wash in addition to the weight of material
collected on the glass fiber filter represent the total PM catch for each train. Blank corrections are
made where appropriate for all sample weights.

Data Acquisition and Reduction

Data are recorded at the time of collection on preprinted data sheets. Calculations are performed with
preprogrammed calculators or spreadsheet software. Data transfers are minimized. Field and

laboratory data sheets are be checked for completeness and accuracy. Calculations are verified by a
second person.
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Ouality Control

APPENDIX B

Dry gas meters are calibrated before and after sampling. Thermocouples are calibrated against
mercury thermometers, and aneroid barometers are calibrated against a mercury barometer. WESTON

participated satisfactorily in the most recent dry gas meter audit supplied by the EPA. Those data are
on file at WESTON.

Prior to and following each run, the sampling train is leak checked. An acceptable leak rate does not
exceed the lesser of 0.02 actual cubic feet per minute (acfm) or 4% of the actual sampling rate. The
isokinetic sampling rate is calculated at the completion of each sample run. If the isokinetic sampling
rate is not within 100% =+ 10%, the sample run is repeated.

Samples are transported to the laboratory under chain-of-custody. Solvent blanks and filter blanks are
analyzed at the same time as the samples. The mass collected on the filters and the mass in the probe
wash are corrected by the blank measurements.

WESTON uses Class S weights during each stage of the analysis to verify the accuracy of the balance.

The balance is repaired and recalibrated before proceeding if there is a significant difference in the
actual mass and measured mass.
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/SCLUTIGNS I
FIELD DATA —NO. 1 COMBINATION BOILER
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Bowater
Catawba, South Carolina

ISOKINETIC CALCULATIONS

3917.008.007
Ne. 1 Combination Boiler

Run Number | Z 3 Mean
Date 7/18/06 71806 7/ 1846 -—-
Time Began 310 1646 1811 -
‘lime Ended 412 1752 1918 -
INFUT DATA
dampling §ime, min (Theta) 60 ol ol ol
Stack Diameter, in. {Lia.) 120,00 120.00 124.00 120.00
Barometric Pressure, in. Hg (Pb) 29.41 29.41 29.41 29.41
Static Pressure, in. H20 {(Pg) -0.50 -0.50 -.50 -0.50
Pitot Tube Coetlicient (Cp) . .84 0.84 U.54 0.84
Meter Correction Factor {Y) 1.0030 £.0030 1.003¢ 1.0030
Oritice Calibration Value (Lelta Hw) 1.7830 1.7830 1.7830 1.7830
Nozzle Diameter, in. (Dn) 0.252 0.252 0.252 0.252
Meter Volume, "3 (Vim) 39.347 40.007 40.472 39.942
Meter | emperature, “F (1'm) v7.0 102.5 102.3 160.6
Meter 't'emperature, "R (I'm-R) 5357.0 562.5 362.3 560.6
Meter Oritice Pressure, in. H20 {Delta H} 1.325 1.352 1.369 1.349
Ave 8q Rt Oritice Press, (in. H20)"A ((Delta H)/2)avg) 1.145 1.138 1.163 1.155
Yolume H2( Collected, mL, (Vi) 159.0 158.6 157.6 138.4
€02 Concentration, % (CO2) 8.3 9.4 1.1 9.3
02 Concentration, % (02) 11.5 10.1 Y4 14.3
Ave 5q Rt Velo Head, (in, H2O)% {{Delta P)\z)avg) .783 0.797 0.801 0.79%4
stack ‘Temperature, °F (ls) 3740 - 388.0 386.2 382.7
Stack l'emperature, “R (1's-K) 834.0 ¥48.0 $46.2 842.7
Particulate Collected, g {Mn) 0.1327 0.0392 0.0461 0.0727
Moisture Fraction (at Saturation) (BWS) NA NA NA NA
02 F-Factor, dscf/MMBtu (Fd) 9680 9780 9784 9748
CALCULATED DATA
Nozzle Area, fi* (An) 3.46E-04 3.46E-04 3.46E-04 3.46E-04
STCK Area, T (As) 78.54 -78.54 78.54 78.54
stack Pressure, in. Hg {Ps) 29.37 29.37 2937 29.37
Meter Pressure, in. Hg (Pm) 29.51 29.51 29.51 29.51
Standara Meter v olume, 1e (Vmstd) 36.880 37.134 37.581 37.198
sStandard water volume, it (Vwstd) 7.484 7.465 7418 7.456
Moisture Fraction {Measured} (BWS) 0.16Y 0.167 0165 0.167
Meisture Fraction {lower sat/meas) (BWS) . 169 167 0.163 0.167
Mol. Wt. of Dry Gas, Ib/lb-mole (Md) 2979 2991 29.99 2990
Mol. Wt. of Stack Gas, Ib/lb-maole {Ms) 27.80 27901 2%.02 27.91
Average Stack Gas Velocity, fi/sec {Vs) 56.83 58.20 58.34 57.79
STACK Lias klow, actual, TU/min (Qa) 267786 274283 274942 272337
S1ack Las i low, Std ., 1/mn (Qs) 138302 139540 140599 139480
Isokinetic Sampling Rate, %o (Yol) 100.8 100.6 1.0 100.8
Farticulate Lone (@ Sia Lond, gril (Cs}) 0.0555 (.0163 0.0189 0.0302
Particulate Emission, Ib/hr (PMR) 65.8 19.5 228 36.0
Particulate Emission Factor, 1b/MMBtu (Fd) 0.1707 0.0440 0.0481 0.0876
Calibration check {Yqa) 1.00U7 BYI87 0.9859Y U.256
Percent diiference from Y -0.65%

KRGOCOOLXXX XXX WNo. 1 Combo Boiler.XLS SUMM

8/17/2006 9:13 AM C-1



n .h . SINYINSRCYSERNSNEN] ST
sepxely | dwepxew | xewmHA | XBAMAIN ﬂ@&hﬁv 1 \«ww %qm.\\ Whgw, _%mw ’ m.m=NmQWm><_ \,n_/m\,u_mmtwwm.m&
L.G| hin2 | S52 N bLl3Cs [h0T9cz| Lo~ e -t 2= 009 Q99
52 CSslsw2]| ksz i L3¢ s c¢c= 26 g : (s5K¢S
1S Z S LS kb2 | SG2 541 P3S (OB S22 1] og * ST | (RSS
ShZ T OILs2]ls2 b | R (VS 222 71 s | 7% | 065 | (Y5CS
=h2 21 L9 |ss2 1552 X6 1 Kh2S 160'Q,2 e 79 | o5 |5 =51 @09
LS 2 CT 951602 | s52 361 (&% | W Eo2 [T T 0L Sdy | 55| S| #4hq
55 L < sg (3h2 [ PSZ 2o | 6 | L9 SIS F [ 0GH | %] 2 T
S52 g G | SPZ | G 2 (G 9T [22°GI2 ] B9 | g h |55 | Sgom
= [ V-5 L12] 292 L6 1O |S¥h92 gl 2L " oV b
LIN2 L s | &h2]| 5z / LL 11 2C S 29272 2] 5’ el ¢
\ &2 L G | 252 [hsZ / Lo \3¢ RS Y92 9 -1 2L ‘G | 2
Qe [ 69 | RSG5 2 L5 5L [2L°dS 2 S XA 57| )V D
152 ) 25 | 2he | 15 ¢ L | w5% |SI6952 < L £g o o%] 9
b L 1 29 b2 S 7 LG F9¢ | he. 552 D1 5 L s ce) S
b < 7 25 | Jhe | hS2 | (L ses 05562 TS a'S7 I
C%. 2 (9] T | Lve | $G2 ] (6| 6LE [ G315 <2 > . 2] @
272 C | ¥5 | h2|2S2 [ Ih | 925 | So &he [ Q% 002
iCz 9 s lobhe |52 96 | 1LS T8 Lhl 9] o x s Li] ' A
52.2 b | 95 | 6% 2] ki2 9L ITwI¢ [SELYh2 =N A P° Q74T 9
S 9 ~tOJ| \¢2 < o9 622 | RG22 L5 1 595 [29°bb2 9% - [oh g™ Sely &
2~ gce b 25| A2 | hs 2 | 96 1 995 [ 6252 96’ I O al I
h S| 9L b zs | hZz[s5 2 | 76 1 S9¢ | Lhiw2 Q) b’ Z| &
22 < sa| Tz 152 | 345 | PJs [5h oLz Z 5o " Sl 2
S22 S 5| @elL2 ) ! 6 1% T34 2 Z°\ AT " 2 )
LG LE 2 ols
; asuodsay sBueuo dwsy e a1y BsIeARIL [B10L () dway waquy A G/ IS © opesado
{ (T 1+ 1earssed o9 awil 2dweg ) 1 v G2 (BHuj)ssaid ceg
dwa) sousIaEY heg - Q < (4} om15 Jo easy {G*H u1) ssaid JnErS ) 90/ Xi/¢ ayeq o|dureg
dwa] X0g 191N N. WIN - (u1) B1a Bizzap Bay (4) Qs adlpy ~ < o T UORBICTBIMOS
1981881 -ald }oay) dway D at sizzoN (=) Bsmesadwa ) qOJLi/ ¢ al sreq
% B I poof 18810 [P% N8 JUB1E0D 101d oA A4 % ‘20 QI POWBIN 1531
g/ pooh 101y * e Qi eidnocoulay] 1oNd . oA £ % ‘200 ai'oN uny
{6 w1} @ woayQ Hee: v {Epsle 8004d (B) |86 eONIS A0 214 Q) '00 ‘duieg
(4) wieay aidwes [2id wfiu=1/ a1 300d T {jw) 1o 4aBudu) 510 VFL QI 9unosRpon
[euiq UIod-PIN [ sy92y D yes] %Y Hleq xog SN o F amsio ALV - ko1 0% a1 weloid
\ : Q0| A xeg @B |BNID S #0O'M
_\: & ‘owed ‘ M(m.goq aixog o ey mmoz_uswo yoelg DS ol we0
e s - # S oWl ILETHS VIVA ATIL OLLANDIOST
L9l =9 5 o St
—00) =05 L 0L Z




‘, L 2e ; 910 g ’
Cdivegxen | oepxew | dwapxen | ewmi XEWIN \_/ HW,F m><\ .\%.Y%%W\w:ﬂg% _m_%.\ \.:mmmmmﬁw \\n._ mmwmuw_\m\mé
99 . o9 | eh® | €5€ | | SOl | A9% OISEE 25 (X% 2551 o o0a] 7
F5C H I The | €5¢ | a9/ | Gg< [ 21g L k- L5119
| NE > |9 dhe | ASe | hoi | S8 [ £ k1S L NG’ 07351 v
T | ¢ 09 | pht_ [ AsC , pUT | 595 [ € Si% 7] ES 5 79| <
A e S N N I Y T S _ POT [ F8g | oVIIE /7 i [
Qe ] £ 1 hC | o5 | Ha 55 L@ S/ T SELhl v 4
CAC =7 a9 [ Spe | ¢se Ro] | E@E c8C% 7 39" Ao
LIE -2 @9 1 E£hC | S50 he) | 33¢C AEIBE h7 97 S| 9
e < L8| £he | ST hal | L8 £ «Hoc” 57 c 00k | »
e | & s [She [ 5s€ Col | L% | @ i385 27 oy <] =
QS £, 12> Sht | 2.5 ! LY A Iveg &/ lg” o'$s| 2
1RE = £a AT | ase I co/ | AFE ¢ oLe =/ Z2 g9 | v 7
ISc ) 2 S | ©AC | 450 i s07 | £85 1 AELe €7 £.-5 g o] 9
o =) G| ©FC | ASE ] col | 25 | esee |27/-27F Lo c Ll 3
e 51 2p | &0 | ] 29/ | Ok | € HE | BF £ 952 | h
By I B35 | e A | /ST a7 ALY | A C6C 57 ZL 77| &
g VTh| g=C il L5 112G | esc /0] | aks | £706€ | €77 os- Qv | Z
'GSs - STEe 5 g | €0 | ESC 707 17288 £ B8C [SLAtaw| i1 BTN AN
L8cs oS | Lre | G 5 | £AC | 2.5C \ 707 | &8s Qige | Ksgae 72 a'sl | 3
| _0F® fz_ | S5 T SR &5 \ 707 /L £ 368 <7 @ G771 | &
257 U | 95 | % | &% Cho | £5C V| @7 | & € /8¢ 77 =" oo [ b
£ :p- € £ eI i TS Re | 50 V| <o/ b | BT8S 7 a9 S| ¢
2 sodl-"9al T te& <) 59 @Y | /SC || £6 aLE I AETS EARFEE 1 Q6| 2
jp=odi— BT M| SAB | D [B95 | AT | AT A LSt | ALEC 777 B S22V Vv
, eds -t gh7l <
V . dINY X d Y d0ad s . v Y g T u0 0 0 ANy MIAYA
: ou- sah ; eSuodsay sbueyn dwa) | S)d BSI9ARIL [BJ0L. m. @ (4,) dwa] jusiquy Wel fI3Lh/ iojeiado
By / §SBd (&) yedrssed o< awi sjdweg \W76 2. (BHuy)sseld oeg
dwa) asuasa)ey ng A& (4) %0838 JO BBNY

(0% u) ssald ONEIS FEIR SIS ejeg sdwes

dwia) xog S0l 292 () e1q srzzoN Bay () dus g sta " : UOIESOYBINOS
194 159 -150d 128 158 -l yooyg dura) T LT T al erzzon | {4} amesadws | JO)LTTZ alaeq
% mﬂe poob jesiy T 3 " USIR0T 10U IoA A % ‘2O m al powyiaIsel
: poof 1oud T Qi ajdnodouuayy, / 1oid oA 44 % ‘ZOD <, Aaron uny
(BH up) @ oayD Hea [BUBIEW 840I3 (6) 126 =on1g APES @ 007 "duteg
ﬁ«\ () utesy ejdweg,” " \pBusn/ at eqoid (w) oA ._mmc_n:.__.l DI\ 4% Q] eunogrepowy
leuld U0 4-prp jeniu} SYa3UD yea H [2Q xog Ja18) almsiop n..m..ﬁrn.u.ﬁ.wxso - b*ﬁ\»w.m_i a1 peloid
. f Ve Jo108- 3] A xogBIBN  |ENDY TEE ¥ #OM
a1 xog BIeN SUoRIpuUon Yoryg : A0 23 rD
T T ek POTIIA LHHAHS VLVA ATIIA DLLANDIOSI




%\

, <A1 l@j saﬁﬁm @ﬁén n
”mu:mEE& H 130 Hbg Bay A
; C-vel |88 | Bth'al, he U |~ €108’
i oep ey | dwe) xew | xepuiin XBNJUIN \ 1 Bay - 51 BAy ] awnjop el 4 Heyeq by d B8 vbg Bay
, < | 19 <5, [ [ <0l | héc [ pecdse | & b7
c | 09 (X4 ] Al | 4% | d%ge T pf’
S ) es5€ / o] | 98¢ I 55T 771 09
5 [ "CSC I [-hOT |2F5 Chst <7 5g-
T 59 age || hol | 28 | £ C5E rd Aer )
2) 52 ese. / < a] 135 | £°QG¢. Rl A B
_ 9 %0l fhs€ | HO1 [ 8% T 6he <] 29"
) T3 (] | ha7y +£%5 | _SRhE W 5"
+ K] LSC | £a/ %8s 3-Sht s/ 2L’
+ o9 hSw . <ol | g8¢ bR e a7 it
= 1oy ot 8o, | £A¢ T ehs a5 ] 3
9 £9 fPE Cd/ 1 188 § ‘OHE @2/ gt 3]
= 95 - 53 T/ gz FYGLE L/ w57
¥) +£5 ;5K r=izr4 £EE FLeL Vi 99
z. Z.$ HEC Td/ 157 £'55.E 777 T
<. [y 2158 [o/f 5 h'csg <./ aod’
z z7 £5C Jal By | NLse g/ P
F [ 99 5T 757 | 4l | & bc% g7 33" =
P £ h2 - fSE o/ Das @ £°L €7’ be -
b £7 hS? To/ | B8y | S IEE 64 +/
> | £9 ST To7 | Ldc | [’STL < 7 £5
= 59 A5 To7 | g% 7885 | L/ ECE
< 39 AT 707 lZsc O~EEY £/ 99 -
395 LA /o7 | 98¢ + "Ll + 7 )% °
= D
¢ atuodsay abueyD cwa 72 B.n_ 9SIBARI] (8101 m m (4,) dwa | wsiquy L) ) ’ ih_?\ww.\ Joiesedo
mom -J+) lled/ssBd a= aux| a|dwesg ) —\_ ‘6 L (611 1} ss81d "OlBg
dwe] 29ua139y g "X {:4) N0BIS JO BRIY (O°H ) ssaid 25BIS SQ b /L aleq sjdweg
dwa ) x0g Json 25 2 {(uy) eiq azzoN Bay {2, dwa g sayapy T T 15T 1=5 Ty P T g Tt
yoeyp dusag T al 9[2zoN {d,} aimesadwa ] s9)/ \.\LM... : g1 ereq
pook 12si0 %" WRRER00 101 oA A0 % ‘20 Iy . Qi POy I1SBL
poob jopd - 11 QI e|dnosowsay | /100d 1A fa % ‘200 L . aroNuny
(BH ur) @ %084 Nea [en2en 80)d (B} (a6 eoyig AIwss al 207 dueg
(g4} uiesL sjdwes., S WL LT/ at 0aid (1w} 1o JaBuidu PG Q) 20nGS/8POY
jeui4 Jod-pin =N sHyoeyD yes SEYARY H U X08 1218 S aINISION % Qi paloid
- 303N A ¥og BN AWNSsY - #OM
| & Joped 3t Mmm o aixog B mmc_zvcwu Worlg TS
T ebeg POYIRIA LHAHS VIVA A'TA DLLANIOSI

SLo% 2D




RUN DATA

Number 1
Client. Bowater Project Number: 03917.008.007
Location: Catawba, SC Operator:  T. Simpkins
Source:  No. 1 Comb. Boiler Date: 18 Jul 2006
Calibration: 1
. 02
Time my % my %
Starting time 19:53

19:6345 4559 114 3392 8.3

19:54:15 4561 114 3396 8.3

19:54:45 4569 115 3387 8.3

19:55:15 4580 115 3380 8.2

19:55:45 4586 115 3375 8.2

RunAvg 4571 11.5 3386 8.3

—..gs c-5



RUN DATA

Number 2

Client: Bowater Project Number: 03917.008.007
Location: Catawba, SC Operator:  T. Simpkins
Source: No. 1 Comb. Boiler Date: 18 Jul 2006

Calibration: 1
. 02 cO2
Time mv % mv %
Starting time 19:56

19:57:14 4029 10.1 3864 94
19:57:44 4026 10.1 3871 95
19:58:14 4026 10.1 3869 94
19:58:44 4026 10.1 3870 9.5
195914 4026 101 3868 94/
RunAvg 4027 10.1 3868 9.4




RUN DATA

Number 3
Client.: Bowater Project Number: 03917.008.007
Location: Catawba, SC Operator: T. Simpkins
Source:  No. 1 Comb. Boiler -Date: 18 Jul 2006
Calibration: 1
. 02
Time mv % mv %
Starting time 20:00

20:00:34 3769 9.4 4122 10.1

20:01:04 3768 9.4 4121 10.1

20:01:34 3768 9.4 4123 10.1

20:02.04 3769 94 4124 10.1

20:02:34 3768 9.4 4126 10.1

RunAvg 3768 9.4 4123 10.1

-&—SOLU![()Sa C 7



CALIERATION

Number 1

Client: Bowater
location: Catawba, SC
Source: No. 1 Comb. Boiler

Project Number: 03917.008.007
Operator:  T. Simpkins
Date: 18 Jul 2006

Starting Time: 19:51

02
Method: EPA 3A
Calibration Type: Linear Regression

Calibration Results

% Cylinder ID Result, mv
Zero - 95
10.1 CC92388 . 4025
204 SG880199NB 8078
Curve Coefficients
Slope / Intercept Corr, Coeff.
391.3 878 >0.9999 .
CO2
Method: EPA 3A
Calibration Type: Linear Regression
Calibration Results
% Cylinder ID Result, mv
Zero - 12
9.9 CCo2388 4065
19.5 SG880199NB 7959
Curve Coefiicients
Slope / Intercept Corr. Coeff.
407.5 181 / >0.9999

IMVESTL?Nipge

c-8



CALIBRATION ERROR

Number 1
Client: Bowater Project Number:
lLocation: Catawba, SC Operator:
Source: No. 1 Comb. Boiler Date:

03917.008.007
T. Simpkins
18 Jul 2006

Starting Time: 19:51

02
Method: EPA 3A
Slope 391.3 Intercept 87.8
Standard, % Response, mV % Error, %
Zero 95 0.0 0.0 ~
10.10 4025 10.1 00~
204 8078 204 0.0~
C0O2
Method: EPA 3A
Slope 407.5 Intercept 18.1
Standard, % Response, mV % Error, %
Zero - 12 0.0 00~
9.90 4065 9.9 00~
19.5 7959 19.5 00~

Jo?

ga« Cc.9



ANALYZER INFORIVIATION

Client: Bowater Project Number: 03917.008.007
Location: Catawba, SC Operator:  T. Simpkins
Source:  No. 1 Comb. Boiler Date: 18 Jul 2006

File Name: C:\Data\Bowater- Catawba, SC\Compliance 2006\No. 1 CB bags.cem
Computer: WSAUB60 Trailer: 261

Analog Input Device: Keithley KPCMCIA 16Al Card

Channel 1
Analyte - 02
Method EPA 3A, Using Bias
Analyzer Make & Model CA 300
Full-Scale Output, mv 10000
Span Concentration, % 25.0
Channel 2
Analyte 07
Method EPA 3A, Using Bias
Analyzer Make & Mode! CA 300
Full-Scale Qutput, mv 10000
Span Concentration, % 25.0

RSN —

Cc-10



WESEN APPENDIXD
L\

P/SOLUTIONS M
FIELD DATA — NO. 2 COMBINATION BOILER

KA0391M008WO7AREPORT ] &2 CBABOWATER CATAWBA JULY 06 #1&2 CB PM COMP REPORT.DOC 28 July 2006 12:11 p.m. Version



Bowater
Catawba, South Carolina

ISOKINETIC CALCULATIONS

03917.008.007

No. 2 Combination Boiler

Run Number 1 2 3 Mean
Date 7/18/06 7/18/06 7/18/06 -
Time Began 949 1130 1315 -
Time Ended 1056 1237 1423 -
INPUT DATA
Sampling Time, min (Theta) 60 60 60 60
Stack Diameter, in. (Tha.) 120.00 120.00 120.00 120.00
Barometric Pressure, in. Hg (Pb) 2941 2941 2941 2941
Static Pressure, in. H20 (Pg) -1.10 -0.70 0,70 (.83
Pitot Tube Coefficient (Cp) 0.84 0.84 0.84 0.84
Meter Correction Factor {Y) 1.0G30 1.0030 1.0030 1.0030
Orifice Calibration Value (Delta H@) 1.7830 1.7830 1.7830 1.7830
Nozzle Diameter, in. (Dn) 0.215 0.218 0.218 0.217
Meter Volume, ft3 (Vm) 35341 36292 36.941 36.191
Meter Temperature, °F {Tm) 92.3 954 98.0 952
Meter Temperature, °R {(Tm-R) 5523 5554 558.0 555.2
Meter Orifice Pressure, in. H20 {Delta H) 1.104 1.142 1.175 1.140
Ave 8q Rt Orifice Press, (in. H20)™4 {(Delta H)Y!A)avg) 1.047 1.065 1.081 1.064
Volume H20 Collected, mL (Vi) - 1335 118.6 144.1 138.7
CO2 Concentration, % CO2) 83 92 84 86
02 Concentration, % (O2) 115 10.5 114 11.1
Ave Sq Rt Velo Head, (in. H20)\% {(Delta P)4)avg) 0.955 0.975 0.992 0.974
Stack Temperature, °F (Ts) ' 408.0 4158 4203 414.7
Stack Temperature, “R (Ts-R) 868.0 8758 8803 874.7
Particulate Collected, g (Mn) 0.0723 0.0656 0.0836 0.0738
Moisture Fraction (at Saturation) (BWS) NA NA NA NA
02 F-Factor, dsefMMB1iu (Ed) 9737 9737 9741 9738
CALCULATED DATA
Nozzle Area, ft* (An) 2.52E-04 2.59E-04 2.59E-04 2.57TE-04
Stack Area, ft’ (As) 78.54 78.54 78.54 78.54
Stack Pressure, in. Hg Ps) 2033 2936 2936 29.35
Meter Pressure, in. Hg (Prm) 2949 2949 29.50 29.49
Standard Meter Volume, ft* (Vmstd) 33.388 34.09% 34.550 34.012
Standard Water Volume, ft* (Vwstd) 7.225 5.583 6.783 6.530
Moisture Fraction (Measured) BWS) 0.178 0.141 0.164 0.161
Moisture Fraction (lower sat/meas) (BWS) 0.178 0.141 0.164 0.161
Mol. Wt. of Dry Gas, 1b/lb-mole (Md) 29.79 29.89 29.80 29.83
Mol, Wt, of Stack Gas, Ib/lb-mole (Ms) 27.69 28.22 27.86 2792
Average Stack Gas Velocity, ft/sec (Vs) 7091 71.95 73.88 72.25
Stack Gas Flow, actual, {/min (Qa) 334138 339064 348169 340457
Stack Gas Flow, Std , ft¥/min (Qs) 163730 172291 171216 169079
Isokinetic Sampling Rate, % (%I) 1059 100.0 101.9 102.6
Particulate Conc @ Std Cond, g/t (Cs) 0.0334 0.0297 0.0373 0.0335
Particulate Emission, Ib/hr (PMR) 46.9 438 54.8 48.5
Particulate Emission Factor, [b/MMBtu (Fd) 0.1033 0.0830 0.1143 0.1002
Calibration check (Yqa) 1.0152 1.0062 1.0079 1.010
Pereent difference from Y 0.68%

KOOGS KOO XO0No. 2 Combo Boiler SUMM

8/15/2006 3:08 PM
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RUN DATA

Number 1
Client: Bowater Project Number: 03917.008.007
Location: Catawba, SC Operator:  T. Simpkins
Source:  No. 2 Comb. Boiler Date: 18 Jul 2006
Calibration: 1
. 02 CO2
Time mv % mv %
Starting time 15:59

16:00:23 4590 115 3374 8.2

16:00:53 4582 11.5 3383 8.3

16:01.23 4584 115 3383 8.3

16:01:53 4595 1.5 3375 8.2

16:02:23 4612 11.6 3357 8.2

16:02.53 4610 11.6 3356 8.2

16:03:23 4580 115 y 3385 8.3

16:03:53 4581 115 3383 8.3

RunAvg 4592 11.5 3375 8.3

IVESTL: N
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RUN DATA

Number 2
Client: Bowater Project Number: 03917.008.007
Location: Catawba, SC Operator:  T. Simpkins
Source:  No. 2 Comb. Boiler Date: 18 Jul 2006
Calibration: 1 '
Time 02 cO2
mv % mv %
Starting time 16:05
16:06:18 4200 10.5 3750 9.2
16:06:48 4199 105 3755 9.2
16:.07:18 4197 105 3755 9.2
16:0748 4198 105 3759 9.2
16:08:18 4197 105 3760 9.2
16:0848 4198 105 3760 9.2
16:09:18 4198 105 3760 9.2
16:09:48 4198 10.5 3760 92
RunAvg 4198 10.5 3757 9.2

IMVESTLE N
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RUN DATA

Number 3
Client. Bowater Project Number: 03917.008.007
Location: Catawba, SC Operator:  T. Simpkins
Source: No. 2 Comb. Boiler Date: 18 Jul 2006
Calibration: 1
Time 02 COo2
nmw Y% mv %
Starting time 16:11
16:11:41 4527 1.3 3442 8.4
16:12:11 4528 1.3 3438 8.4
16:12:41 4529 11.3 3439 8.4
16:13:11 4529 11.3 3439 8.4
16:13:41 4530 114 3435 8.4
16:14:11 4530 114 3433 8.4
16:14:41 4532 114 3433 8.4
161511 4531 114 3433 84~
RunAvg 4530 11.4 3437 8.4
WESTEN] —
|\ SOLUTIONS M



CALIBRATION

Number 1

Client. Bowater

Project Number: 03917.008.007
Location: Catawba, SC Operator:  T. Simpkins
Source: No. 2 Comb. Boiler Date: 18 Jul 2006
Starting Time: 15:52
02
Method: EPA 3A
Calibration Type: Linear Regression
Calibration Results
% Cylinder ID Result, mv
Zero - 95
10.1 CC92388 4025
204 SG880199NB 8078
Curve Coefficients
Slope ' Intercept Corr. Coeff.
3913 < 878 >0.9999 »
CO2
Method: EPA 3A
Calibration Type: Linear Regression
Calibration Resulis
% Cylinder ID Result, mv
Zero - 12
99 CC92388 4065
19.5 SGB8B0O199NB 7959
Curve Coefficients
Slope Intercept Corr. Coeff.
407.5/ 18.1 >0.9999,~
.

IMVESTL: N
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CALIBERATION ERROR

Number 1
Client. Bowater Project Number: 03917.008.007
Location: Catawba, SC Operator:  T. Simpkins
Source. No. 2 Comb. Boiler Date: 18 Jul 2006

Starting Time: 15:52

02
Method: EPA 3A
Slope 391.3 Intercept 87.8
Standard, % Response, mV % Error, %
Zero 95 0.0 00 ~
10.10 4025 10.1 0.0 ;
204 8078 20.4 0.0
c02
Method: EPA 3A
Slope 407.5 Intercept 18.1
Standard, % Response, mV % Error, %
Zero 12 0.0 0.0j
9.90 _ 4065 9.9 0.0
19.5 7959 19.5 0.0/
e

N
_§a
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ANALYZEFR INFORNMATION

Client: Bowater Project Number: 03917.008.007
Location: Catawba, SC Operator:  T. Simpkins
Source: No. 2 Comb. Boiler Date: 18 Jul 2006

File Name: C:\Data\Bowater- Catawba, SC\Compliance 2006\No. 2 CB bags.cem
Computer: WSAUB60 Trailer: 261

Analog Input Device: Keithley KPCMCIA 16Al Card

Channel 1
Analyte 02
Method EPA 3A, Using Bias
Analyzer Make & Model CA 300
Full-Scale Output, mv 10000
Span Concentration, % 25.0
Channel 2
Analyte CcO2
Method EPA 3A, Using Bias
Analyzer Make & Model CA 300
Full-Scale Qutput, mv 10000
Span Concentration, % 25.0

/o

——
_g SOLUTIONS M
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APPENDIX E
LABORATORY DATA
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Inter-Office Memorandum

Restoring Res

Auburn Operations

TO:  Temp Simpkins cc: file

FROM:  Brian Benson M/ﬂ) DATE: 27 July 2006
PROJECT: Bowater — Catawba, SC
W.0.NO: 03917.008.007
SUBJECT: Method 5 Analysis Results.

ACTION:  Analysis of samples received on 21 July 2006.

This letter with attachments constitutes our report of gravimetric determination of the glass fiber filters,
acetone and water rinse fractions submitted to the laboratory for particulate analysis. The samples
arrived in good condition and in accordance with the chain-of-custody. The samples were prepared on
21 July 2006 and analyzed on 24 July 2006 through 26 July 2006. The analysis followed procedures in
USEPA Reference Method 5 for particulate emissions from stationary sources.

QUALITY ASSURANCE AND QUALITY CONTROL:

Quality control procedures conformed to the requirements of the reference method and our laboratory
quality assurance program. Duplicate filter weights differed less than 0.5 mg or 1% of the total weight
less the tare weight, whichever is greater. The water rinse fraction blank residue correction was equal
to 0.001% of the total mass of the wash solvent used; therefore the water rinse fractions are blank
corrected per EPA method 5. The acetone wash fraction blank residue correction was less than
0.001% of the total mass of the wash solvent used; therefore the acetone rinse fractions are blank
corrected per EPA method 5. Filter residue weights were not blank corrected.

Substantiating data is on file and available upon request.

tal ’

attachments

KACHEM_LABUWORD-UP\EPA2006\BOWCAT_72706,.DOC Reported on 27 July 2006
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Auburn Air Quality & Industrial Hygiene Laboratory

Analysis Report

for Paticulates by EPA Method 5

CLIENT : Bowater - Catawba, SC Balance ID: Meitler AE163
WESTON W.0. No. : 03917.008.007 Density of Acetone (g/mlL): 0.791
Date Received o 21 July 2006 Lab Ambient Temp (F): 73
Analyst : STH Lab Rel Humidity (%): 54

Barometric Pressure (Hg): 31.08
Source # 2 Combination Boiler
Field Run No. ONE TWO THREE FIELD BLANK
LIQUID FRACTION
Filter ID CZ 8090 CZ 8091 CZ 8092 CZ 8088
Beaker 1D 28-07 29-07 30-07 27-07
Liquid Volume (mL) 75 92 95 93
Constant Initial Weight (g) 110.5040 125.7939 108.4879 132.5502
Constant Final Weight (g) 110.5161 125.8086 108.5098 132.5504
Final-Initial Beaker Wts. (g) 0.0121 0.0148 0.0219 0.0002
Sample/Blank Volume Ratio 0.8065 0.9892 1.0215
Liquid Blank Correction, < 0.001% (g) 0.0002 0.0002 0.0003
Liquid Blank Correction, > 0.001% (g)* 0.0006 0.0007 0.0008
Liquid Particulate Weight (g) 0.0118 0.0145 0.0216 0.0002
FILTER FRACTION
Filter ID CZ 8090 CZ 8091 CZ 8092 CZ 8088
Constant Initial Weight (g) 35.2755 35.789% 342218 32.7580
Constant Final Weight (g) 35.3359 35.8409 34.2837 32.7573
Final-Initial Filter Wts. {g) 0.0604 0.0510 0.061% -0.0007
Filter Blank (g) -0.0007 -0.0007 -0.0007
Filter Particulate Weight (g) 0.0604 0.0510 0.0619
SUMMARY |
Filter Particulate Weight (g) 0.0604 0.0510 0.0619
Liquid Particulate Weight (g) 0.0118 0.0145 0.0216
Net Particulate Weight (g) 0.6723 0.0656 0.0836
Values are rounded for presentation purposes only, thus values shown may differ from actual calculaticns.
Sample Recovery Solution Acetone
Weight Percent of Blank 0.0003%

Liquid Fraction
*Note: If the blank liquid fraction has a residue correction of greater than 0.001 percent,
then the samples are blank corrected upto 0.601 % of the mass of the wash solvent.

Kichem_lab\Method ABW_72106.XLS Page 1 of 3 Printed on: 7/27/2006.



Aubum Air Guality & Industrial Hygiene Laboratery

Analy4is Report

for Particulates by EPA Method 5

CLIENT : Bowater - Catawba, SC Balance [ Mettler AE163

WESTON W.0. No. : 03917.008.007 Density of Acetone (g/mL): 0.791

Date Received © 21 July 2006 Lab Ambient Terp (F): 73

Analyst : STH Lab Rel Humidity (%): 54

Barometric Pressure {(Hg): 31.08

l\Source : # 1 Combination Boiler

Field Run No. ONE TWO THREE FIELD BLANK

LIQUID FRACTION ‘

Filter ID CZ 8093 CZ 8094 CZ 8095 CZ 8088

Beaker ID 31-07 32-07 33-07 27-07

Liquid Volume (mL) 935 72 110 93

Constant Initial Weight (g) 115.8510 116.4725 112.5202 132.5502

Constant Final Weight (g) 115.8666 116.4779 112.5331 132.5504

Final-Initial Beaker Wts. {g) 0.0155 0.0033 0.0129 0.0002

Sample/Blank Volume Ratio 1.0215 0.7742 1.1828

Liquid Blank Correction, < (.001% (g) 0.0003 0.0002 0.0003

Liquid Blank Correction, > 0.001% (g)* 0.0008 0.0006 (.0009

Liquid Particulate Weight (g) 0.0153 0.0052 0.0127 0.0062

FILTER FRACTION

Filter 1D CZ 8093 CZ 8094 CZ 8095 CZ 8088

Constant Initial Weight (g) 31.2792 36.6561 35.0483 32,7580

Constant Final Weight (g) 31.3966 36.6901 35.0816 32,7573

Final-Initial Filter Wts. {g) 0.1174 0.0339 0.0333 -0.0007

Filter Blank {g) -0.0007 -0.0007 -0,0007

Filter Particulate Weight (g) 0.1174 0.0339 0.0333

SUMMARY

Filter Particulate Weight (g) 0.1174 0.0339 0.0333

Liquid Particulate Weight (g) 4.0153 0.0052 0.0127

Net Particulate Weight (g) 0.1327 0.0392 0.0461

Values are rounded for presentation purposes only, thus values shown may differ from actual calculations.

Sample Recovery Solution Acetone

Weight Percent of Blank 0.0003%

Liquid Fraction
*Note: If the blank liquid fraction has a residue correction of greater than 0.001 percent,
then the samples are blank corrected upto 0.001 % of the mass of the wash solvent.

E-3
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Aubum Air Quality & [adustrial Hygiene Laboratory

Analysis Report

for Particulates by EPA Method 5

CLIENT : Bowater - Catawba, SC Balance ID: Mettler AE163
WESTON W.0. No. : 03917.008.007 Density of Acetone (g/fmL): 0.791
Date Received : 21 July 2006 Lab Ambient Temp {F): 73
Analyst : STH Lab Rel Humidity (%): 54

Barormnetric Pressure (Hg): 31.08
Source # 2 Recovery
Field Run Ne. ONE TWO THREE FIELD BLANK
LIQUID FRACTION
Filter ID CZ 8097 CZ 8098 CZ 7689 CZ 8088
Beaker 1D 34-07 35-07 36-07 26-07
Liquid Volume {mL) 105 68 72 94
Constant Initial Weight (g) 111.537% 112.4437 110.7467 113.6632
Constant Final Weight (g) 111.5541 112.4547 110.7553 113.6623
Final-Initial Beaker Wts. (g) 0.0162 0.0111 0.0086 -0.0009
Sample/Blank Volume Ratio 1.1170 0.7234 0.7660
Liquid Blank Correction, < 0.001% (g) -0.0010 -0.0007 -0.0007
Liquid Blank Correction, > 0.001% (g)* -0.0011 -0.0007 -0.0007
Liquid Particulate Weight (g) 0.0172 0.0117 0.0093 ~0.0809
FILTER FRACTION
Filter 1D CZ 8057 CZ 8098 CZ 7689 C7 8088
Constant Initial Weight (g) 33.6852 36.7872 40.0125 32.7580
Constant Final Weight (g) 33.6847 36.7889 40.0114 32,7573
Final-Initial Filter Wts. (g) -0.0005 0.0018 -0.0012 -0.0007
Filter Blank (g) -0.0007 -0.0007 -0.0007
Filter Particulate Weight (g} -0.0005 0.0018 -0.0012
SUMMARY
Filter Particulate Weight (g) -0.8005 0.0018 -0.0012
Liquid Particulate Weight (g) 0.0172 0.0117 0.0093
Net Particulate Weight (g) 0.0172 0.0135 | 0.0093

rNegative values are not included in the Net Particulate Weight.
Values are rounded for presentation purposes only, thus values shown may differ from actual calculations.

Sample Recovery Solution ‘ Water
Weight Percent of Blank 0.0010%
Liquid Fraction

*Note: If the blank liquid fraction has a residue correction of greater than 0.001 percent,
then the samples are blank corrected upto 0.001 % of the mass of the wash solvent,

E-4
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QUALITY CONTROL DATA
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Post-Test Meter Calibration Check

Bowater

Catawba, South Carolina

Meter 1D

Run Number

Sampling Time, min

Meter Volume, ft?

Meter Temperature, R

Baromeitric Pressure, in. Hg

Meter Orifice Pressure, in. H,O

Meter Pressure, in. Hg

Ave Sq Rt Meter Orifice Pressure, in. H,O
Meter Orifice Calibraion Coefficient, in. H,O
Dry Mol. Wt. of Stack Gas, 1b/Ib-mole

Dry Gas Meter Cal. Check Value
Meter Correction Factor

Mean Percent Difference, %

KA v *v**\No. 1 Combo Boiler posteal

(Theta)
(V)
{tm)
(Pb)
(dH)
(Pm)

((sqrt. dH)ave

(dH@)

Md)

(Yqa)

)

<+/- 5%

1
60

39.347

557
29.41
1.325
29.51
1.145
1.783
26.79

£.0007

1.0030

POST-TEST METER Y CALIBRATION CHECK

2
60

40.007

563
29.41
1.352
29.51
1.158
1.783
29.91

0.9987

1.0030

03917.008.007
No. 1 Combination Boiler

3
60

40.472

562
20.41
1.369
29.51
1.163
1.783
29.99

0.9899

1.0030

Mean
60

39.942

561
29.41
1.349
29.51
1.155
1.783
26.90

0.9964

1.0030

-0.65

817006 F-2



Post-Test Meter Calibration Check

Bowater
Catawba, South Carolina

POST-TEST METER Y CALIBRATION CHECK

Meter 1D:

Run Number

Sampling Time, min

Meter Volume, ft*

Meter Temperature, R

Barometric Pressure, in. Hg

Meter Orifice Pressure, in. H;O

Meter Pressure, in. Hg

Ave Sq Rt Meter Orifice Pressure, in. H,O
Meter Orifice Calibraion Coefficient, in. H,0
Dry Mol. Wt. of Stack Gas, Ib/lb-mole

Dry Gas Meter Cal. Check Value
Meter Correction Factor

Mean Percent Difference, %

K™ v *"\No. 2 Combo Boiler postcal

(Theta)
(V)
(tm)
(Pb)
(dH)
(Pm)
{(sqrt. dH)ave

(dH@)
(Md)

(Yqa)

¥)

<+/-5%

60
35341
552
29.41
1.104
29.49
1.047
1.783
29.79

1.0152

1.0030

60
36.292
555
2941
1.142
29.49
1.065
1.783
29.89

1.0062

1.0030

03917.008.007
No. 2 Combination Boiler

3
60
36.941
558
2941
1.175
29.50
1.081
1.783
29.80

1.0079

1.0030

Mean
60
36.191
555
29.41
1.140
29.49
1.064
1.783
29.83

1.0098

1.0030

0.68

aM7/2006 F-3



Airgas o

| | - _ )1 R ] Airgas Specialty Gases
s u gen o ‘ S : H ‘ . a4 1075 Cinclare Drive
Certificate of Analysis: EPA Protocol Gas Mixture Port Allen, L 0767
_ L ' ‘ - 205.388.0900 Fax: 225.388.0359
Cylinder Number: CC92388 Reference Number: 83-1 24064666-1 vy, airgas. com

Cylinder Pressure:  2000.6 PSIG  Expiration Date: ~ -5/10/2009
Certification Date:  5/10/2006 Laboratory: - ASG - Port Allen - LA

ertfied Concentrations

Certification petformed in accordance with "EPA Traceabitity Protocol (Sept. 1997)" using the assay procedures listed.
Analytical Methodology does not require correction for analytical interferences.
Notes:

L

"o not u'éfé‘cylindébbelm&»»1'5_0‘rﬁéiﬁi o o Approval Sighature o a

Reference Standard Information

Tvpe : Balance Gas  Gomponent Cyl.Number Concentration
NTRM 82658 NITROGEN . - OXYGEN €C14336 972 %
NTRM 81674 . NITROGEN ~ CARBONDIOXIDE XCU187328 6.89 %

Analytical Results
1st Component

2nd Comporient

1st Analysis Date: 05/11/2006 1st Analysis Date: 05M10/2008

R7.04 8 10.16 Z0.02 Cone 9.943_%_' RS.68 = $§10.02 Z-0.02 Conc 10.06 %
510.16 Z20.02 R7.06 Caohc 9.943 % S 10.00 Z-0.02 R 9.68 Conc 10.04 %
Z0.02 R 7.04 510.16 Conc 9.943 % . Z2-0.02 R9.68 310.00 Conc 10.04 %

AVG: 9.943 % AVG: 10.05 %



e ‘ : B ) Airgas Specialty Gases

12722 South Wentworth Avenue

Cert-ificate Of An lVSiS :EPA Protocol Gas Mixture Chicago, IL 60623

wwa.airgas.com

Cylinder Number: SG8801 99NB Referehce Number: 54-124028233-8
Cylindef Pressure: 1999.6 PSI% Explratlon Date: 1/20/2008
Certification Date:  1/20/2005 .~ Laboratow. X ASG - Chicago - IL

Certified Concentrations

Certification performed in accordance with "EPA Traceability Protocol (Sept. 1997)" usmg the assay procedures listed.
Analytical Methodology does not | requwe correction for analytical interferences.

‘

Notes: o .
Do not use cyilnder below 150 psu_g - Approval Signature _ / / e </.c "//S‘l
B e

'Reference Standard Informatlon : _
_Tme Balance Gas Component Cyl.Nummber Concentration
NTRM 100504 OXYGEN SG9168314BAL 20.98 %
ntrm 040604 . " CARBON DIOXIDE xco343190 19.84 %

. Analytical Results '

st Component Q@Mpwx # 2nd Component IV GE

1st Analysis Date: 01/20/2005 1st Analysis Date: 01/20/2005

R 19.83 519.46 Z0 Conc 19.47 % R 20.98 S20.40 Z0 Conc 20.40 %

519.47 Z0 R 19.83 Conc 19.48 % 520.41 Z0 R 20.99 Conc 20.40 %

Z0 R 19.82 S 19.46 Conc 19.48 % Z0 R 20.59 S$20.41 Conc 20.40 %

AVG: 1948 % AVG: 20.40 %

#



WF—\\ST APPENDIX G
L\

£/SOLUTIONS R
PROCESS OPERATING/PRODUCTION DATA

K0391 008007 REPORTW 1 &2 CB\BOWATER CATAWBA JULY 06 #1&2 CB PM COMP REPORT.DOC 28 July 2006 12:11 p.m. Version
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Combination Boiler No. 1

RUN NO. % % opacity Steam Load -  Bark Qil
% mpph tph gpm
26A148.pv 26cf142.pv  cibf_npv  26fc143.pv
07118106 03:00 PM 7 266 281 126
0741806 03:08 PM & 254 259 127
07/18/06 0312 PM 5 238 233 126
07H18/06 03:18 Pl 7 274 291 1256
07/118/06 03:24 PM. 10 282 N4 125
Q7418106 03:30 PM 9 253 249 126
07/18/06 03:36 PM. 7 299 338 128
07H18/06 03:42 PM 9 256 268 12.6
07/18/06 03:48 PM 5 258 27.9 11.8
Q07/18/06 03:54 PM 5 276 287 12.6
07/18/06 04:C0 PM 5 272 294 126
07/18/06 04:06 PM 4 273 285 125
Average 7 267 283 125
Bark 283 TPH 4350 btu /b
il 12.5 GPM 148000 btu / gal
Gas 0 MCFH 1031 btu / cf
TOF 0.7 tph 15500 btu / Ib
RUN NO. 2 % opacity Steam Load Bark Qil
% mpph tph gpm
carl95b.pv  ccfl10.pv gibfnpv cfe117.pv
07/18/06 04:42 PM 5 2752 20.4 126
07/18/06 04:48 PM 6 2923 325 28
071 8/06 04.54 FM 5 2940 329 128
071 8/06 05:00 PM 4 267.3 28.2 125
07/18/06 05.06 PM 3 2828 31.2 12.5
07/18/06 05:12 PM 3 275.4 207 125
0718106 05:18 PM 2 267.9 28.6 128
07r18/06 05.24 PM 2 262.2 278 128
07/18/06 05:30 PM 2 267.4 281 12.6
07/18/06 05:36 PM 2 2893 317 128
0718106 05:42 PM 3 293.2 327 12.6
0718406 05:48 PM 3 290.9 322 12,6
Average 3 279.8 304 12.6
Bark 30.4 TPH 4350 btu/ Ib
Qil 12.6 GPM 148000 btu / gal
Gas 0 MCFH 1031 btu fcf
TOF 0.7 tph 16500 btu / b
RUN NO. 3 % opacity Steam Load Bark Qil
% mpph tph gpm
carl®Sb.pv cefli0pv  cibf_n.pv cfc117.pv
Q0718/06 06:06 PM 4 289.8 T 339 126
07/18/06 06:12 PM 4 2849 328 127
07/18/06 06:18 PM 3 2478 333 127
Q71806 06:24 PM 3 275.2 294 127
0718106 06:30 PM 2 3045 345 127
0718406 06:36 PM 3 2755 296 127
07/18/06 06:42 PM 2 267.6 332 126
07/18/06 08:48 PM 3 3041 343 12.6
0718/06 06:54 PM 3 202.4 324 126
07M8i06 07:00 PM 3 296.8 331 126
07M135/06 07:06 PM 3 286.4 312 127
07/18/06 07:12 PM 3 288.4 7 127
Average 3 202.8 324 127
Bark 32.4 TPH 4350 btu/ b
[o]]] 12.7 GPW 148000 btu [ gal
Cas Q.0 MCFH 1037 btufef
TOF Q.7 tph 15500 btu/ th

TDF is for both No. 1 and No. 2 Combination Boilers.

No, 1 Combination Boiler
Process Data

Gas TDF
mcih tph
26fc144.pv  13sc00%.pv
o] 1.3
0 1.3
0 13
a 1.3
o 1.3
[} 1.3
o] 13
o] 1.3
0 1.3
0 13
0 1.3
0 1.3
0 1.3
btuthr
246,280,635
111,150,531
0
20,274,552
377 705,917 total heat input
Gas TOF
meth tph
cfe127.pv 13sc001.pv
¢ 13
G 1.3
0 1.3
ol 1.3
ol 1.3
0 1.3
o 1.3
o} 1.3
o] 1.3
o] 13
0 13
o} 1.3
o] 1.3
btufhr
264,452,127
111,584,775
Q
20,276,130

386,313,032 total heat input

Gas TOF
mcth tph
cfe127.pv 13sc001.pv
0 1.2
0 13
o] 13
0 1.3
0 1.3
o] 13
0 1.3
0 13
0 1.2
Q 13
0 1.3
0 13
0 1.3
btufhr
282,258,988
112,483,522
0
20,200,078

415,042,588 total heat input

G-2



07/18/06 03:10 PM
07/18/06 03:25 PM
07/18/06 03:40 PM
07/18/06 03:55 PM
07/18/06 04:10 PM
07/18/06 04:25 PM
07/18/06 04:40 PM
07/18/06 04:55 PM
07/18/06 05:10 PM
07/18/06 05:25 PM
07/18/06 05:40 PM
07/18/06 05:55 PM
07/18/06 06:10 PM
07/18/06 06:25 PM
07/18/06 06:40 PM
07/18/06 06:55 PM

No. 1 Combination Boiler

Field 1
26ev0125.pv  26ea0125.pv
Kv Ma
27.78 102.11
28.02 126.94
27.32 153.99
26.85 140.67
26.38 137.59
27.55 125.65
2587 128.65
268.44 144.91
2572 137.97
25.78 122.60
26.62 119.40
27.60 121.93
27.31 133.37
27.18 134.83
26.29 122.60
26.93 120.25

EP Data
Field 2
26ev0126.pv  26ea0126.pv
Ky Ma
21.73 120.10
22.32 134.76
22.38 142.71
2375 191.88
24.26 201.31
24.53 180.32
24.24 168.99
25.31 236.14
25.33 247.09
24.00 180.67
24.65 163.36
24.04 146.58
25.54 195.69
2510 182.73
25.43 179.31
24.98 162.22

Field 3
26ev0127.pv  26eal127.pv
Kv Ma
21.84 179.89
21.80 178.79
2226 194.15
22.97 202.15
23.34 226.15
23.98 207.88
23.57 192.51
24 .47 257.13
26.33 337.94
26.24 307.81
27.28 304.34
26.44 259.37
26.34 246.60
26.45 261.62
25.65 21417
26.40 234.48



Combination Boiler No. 2

% opacity Steam Load Bark Qil
RUNNC. 4 % meph toh gpm
37ai293b.p 37cf278.pv c2bfpv  37fc280.pv
07/18/06 09:48 AM 6 285.7 368 12
07/18/06 09:54 AM <] 2795 38.2 12
07/18/06 10:00 AM 9 286.8 38.2 12
07/18/06 1G:06 AM 7 278.0 379 12
07H8/06 10:12 AM 8 2879 36.0 12
07/18/08 10:18 AM 7 296.9 41.6 12
071806 10:24 AM 10 308.8 41.8 12
07/18/06 10:30 AM 11 320.9 46.6 12
0718/06 10:36 AM 3] 3046 429 12
07/18/06 10:42 AM 8 3233 45.2 12
0718/06 10:48 AM 7 325.7 46.4 12
07/18/06 10:54 AM 8 308.2 42.8 12
Average ] 3011 41.8 12
Bark 41.8 TPH 4350 btu/ ik
Qil 12 GPM 148000 btu / gal
Gas 4.1 MCFH 1031 btu / of
TOF 0.7 tph 155G0 btu /b
RUN NO. 2 % opacity Steam Load Bark Qil
% mpph tph apm
372i293b.p 37cf278.pv c2bf.pv  37{c280.pv
07/18/06 11:30 AM 9 3285 46.7 12
07/18/06 11:36 AM 8 2058 41.1 12
07/18/06 11:42 AM 8 2935 384 12
07/18/08 11:48 AM 17 328.8 456 12
071806 11:54 AM 1 3304 47.3 12
07/18/06 12:00 PM 6 314.0 443 12
07/18/06 12:06 PM 5 290.3 39.1 12
07HM8/06 1212 PM 8 3149 44.0 12
07/18/06 12:18 PM 7 304.4 426 12
0718/06 1224 PM el 3107 43.4 12
07118/06 12:30 PM 5 237.1 34.0 12
07£18/06 12:36 PM 5 2382 276 12
Average 8 2986 413 12
Bark 41.3 TPH 4350 biu fib
GQil 12 GPM 148000 btu / gal
Gas 4.2 MCFH 1031 btu / cf
TDF 0.7 tph 15500 btu /ib
RUN NO. 3 % opacity Steam Load Bark Qil
% mpph tph m
37ai283b.p 37¢f278.pv c2bfpy  37fc280.pv
O7MBAOB 0112 PM a 282.7 388 12
O7MBIOG01:18 PM T 2628 41.3 12
Q07418106 01:24 PM g 300.5 411 12
Q7H 806 01:30 PM 10 301.8 422 12
07/18/06 01:36 PM 14 326.8 443 12
07/18/06 01:42 PM 12 331.4 48.6 12
07/18/06 01:48 PM <] 3184 447 12
07/18/06 01:54 PM 9 3225 46.1 12
07/18/06 02:00 PM 11 3259 46.5 12
0718/06 02:06 PM 8 3145 451 12
07/18/06 02:12 PM 8 317.0 451 12
0718706 02:18 PM 7 318.0 46.0 12
Average 9 313.5 44.2 12
Bark 44.2 TPH 4350 btu / Ik
il 12 GPM 148000 btu / gal
Cas 4.1 MCFH 1031 btu / of
TDF C.7 tph 15300 btu{ |b

TOF is for hoth No. 1 and No. 2 Combination Boilers.

Mo, 2 Combination Botler
Process Data

Gas TDF
metfh teh
37fc281.pv 13sc001.pv
40 1.3
4.0 1.3
41 13
42 13
43 1.3
43 1.3
43 13
4.1 1.3
3.9 1.3
39 132
4.0 1.3
4.1 .3
4.1 1.3
btufhr
363,279,472
108,518,717
4,230,770
20,276,563

496,205,621 total heat input

Gas TOF
mcth tph
37fc281.pv 13sc001.pv
40 1.3
4.1 1.3
42 1.3
42 13
40 13
4.2 1.3
4.3 1.3
43 1.3
4.1 1.3
4.4 13
4.2 13
44 132
4.2 13
btufhr
358,976,702
109,005,828
4,306,042
20,271,886

482,580,458 total heat input

Gas TDF
meih tph
37fc281.pv 13sc001.pv
40 1.3
40 1.3
40 1.3
40 13
4.0 1.3
40 1.3
41 13
41 13
4.1 1.3
41 1.3
41 1.3
4.1 1.3
4.1 1.3
btuthr
384,567,883
108,615,188
4,178,081
20,274,552

517,635,706 total heat input

G-4



07/18/06 09:30 AM
07/18/06 09:45 AM
07/18/06 10:00 AM
07/18/06 10:15 AM
07/18/06 10:30 AM
07/18/06 10:45 AM
07/18/06 11:00 AM
07/18/06 11:15 AM
07/18/06 11:30 AM
07/18/06 11:45 AM
07/18/06 12:00 PM
07/18/06 12:15 PM
07/18/06 12:30 PM
07/18/06 12:45 PM
07/18/06 01:00 PM
07/18/06 01:15 PM
07/18/06 01:30 PM
07/18/08 01:45 PM
07/18/06 02:00 PM
07/18/06 02:15 PM

No. 2 Combination Boiler

Field 1
37ev020b.pv  37eal20a.pv
Kv Ma
2593 14.39
26.41 13.56
26.72 12.71
27.28 12.53
26.35 13.92
26.18 13.85
26.02 12.98
27.27 12.29
25.70 13.60
27.10 12.25
2542 14.25
2573 13.58
25.07 14.42
25.15 13.69
2541 13.61
2571 13.02
26.08 13.72
2574 12.80
26.28 11.82
25.83 12.46

EP Data
Field 2
37ev021b.pv  37eal21a.pv
Kv Ma
26.13 10.62
26.71 10.47
27.32 10.35
27.70 10.26
26.52 10.30
26.47 10.12
25.83 10.13
27.65 10.12
28.73 10.56
27.52 10.30
25.58 10.67
26.31 10.17
2568 10.15
25.81 10.09
26.34 10.25
26.38 10.03
26.89 9.63
28.56 9.93
26.83 9.26
2583 9.69

Field 3
37ev022b.pv  37ea022a.pv
Kv Ma
13.48 34.31
13.91 35.25
14.03 34.29
14.41 34.15
13.16 34.76
13.47 34.31
13.16 35.30
13.97 33.89
13.24 35.08
13.81 33.79
12.65 34.52
12.89 34.51
12.28 35.60
12.81 34.34
12.91 33.99
12.74 34.90
13.24 33.80
12.89 34.35
12.84 33.81
12.28 33.77

G-5



